FINAL BACKFILL COMPACTED

IN 12" LIFTS UP TO FINISHED GRADE

TRENCH SIDE SLOPES MUST
CONFORM TO CURRENT OSHA REGULATIONS. |
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NOTES:
1. FOUNDATION, BEDDING AND HAUNCHING SHALL BE #57 STONE.
2. INITIAL BACKFILL FOR GRAVITY SEWER SHALL BE CLASS Il OR BETTER SELECT
COMMON  FILL.
3. INITIAL BACKFILL FOR SANITARY FORCEMAIN SHALL BE CLASS Il OR BETTER
SELECT COMMON FILL.
4. FINAL BACKFILL SHALL BE CLASS Il OR BETTER COMMON FILL.
5. SEE CITY OF SAVANNAH STANDARD SPECIFICATIONS SECTION 02554 PART 2.11
FOR MORE DETAILS.
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